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Foreword 
 
 
This code was prepared by the Technical Committee on Building Services under the direction of the 
Construction Industry Practice Committee. 
 
This code is intended to provide good guidance on fire hydrants, rising mains and hose reel systems in 
the area of fire protection.  The information therein serves to promote the understanding of such systems 
by architects, engineers, contractors and owners. 
 
In preparing this standard, reference was made to the following publications: 
 
1. AS 2419.1 : 1994 Fire hydrant installations 
    Part 1 : System design, installation and commissioning 
 
2. BS EN 671-1 : -  Fixed fire fighting systems - Hose systems 
    Part 1 : 1995 Hose reels with semi-rigid hose 
 
3. BS 5306 : -  Code of practice for fire extinguishing installations and equipment on 

premises 
    Part 1 : 1976 Hydrant systems, hose reels and foam inlets 
    Part 2 : 1990 Specification for sprinkler system 
 
4. CP 52 : 1990  Code of practice for automatic fire sprinkler systems 
 

 5. NFPA 14A: 1989 Inspection, testing and maintenance of standpipe and hose systems As amended 
Nov 98  

6. Code of practice for fire precautions in buildings 1997 
 
Acknowledgement is made for the use of information from the above publications. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

NOTE 
 
1. Singapore Standards are subject to periodic review to keep abreast of technological changes and new 

technical developments.  The revisions of Singapore Standards are announced through the issue of 
either amendment slips or revised editions. 

 
2. Compliance with a Singapore Standard does not exempt users from legal obligations. 
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Code of practice for fire hydrant systems and hose reels 
 
 
Section 1 : General 
 
 
1.1 Scope 
 
This Code of Practice shall apply to the planning, installation, testing and upkeep of fire hydrant, wet and 
dry rising main and hose reel systems on building premises. 
 
NOTE  −  The titles of the publications referred to in this standard are listed at the end of the standard. 
 
 
1.2 Rules and regulations 
 
The provision and installation of fire hydrant, rising main and hose reel systems shall be in accordance 
with the following rules and regulations: 
 
(a) Building Control Act 1989 and the Regulations made thereunder; 
 
(b) Public Utilities Act and the Public Utilities (Water Supply) Regulations made thereunder; 
 
(c) Professional Engineers Act 1991; 
 
(d) Fire Safety Act 1993 and  
 
(e) Any other relevant rules, regulations and by-laws. 
 
 
 




